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AD100

DEMO NOTES
1. CONTRACTOR SHALL PROTECT ALL EXISTING TO REMAIN ITEMS AS REQUIRED.  ANY

DAMAGE THAT OCCURS DUE TO THE WORK OF THE CONTRACTOR SHALL BE REPLACED
AT NO CHARGE TO THE  UNIVERSITY.

2. REFER TO HAZARDOUS MATERIAL SURVEY PREPARED BY CONSULTANT FOR HAZARDOUS
LOCATIONS.  ABATE, DEMOLISH AND OR DISPOSE OF MATERIAL ACCORDINGLY TO ALL
CITY, STATE AND FED GUIDELINE.

3. PROTECT ALL EXISTING INTAKE LOUVERS IN CLOSE PROXIMITY TO THE WORK TO
PREVENT DUST, DEBRIS, AND ODORS FROM ENTERING THE LOUVERS.
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